
Motor Ground

4

12

11

10

9

8

7

6

5

4

3

2

1

H.V.

S1

E2

B. GND

L2

V2

L1

NC

V1

AT500 AT1000 Wiring Diagram

3-3-2004

AT500-001

Bill of Materials

No.

1

2

3

4

5

6

7

8

9

10

11

12

Ameri Temp  Ltd.

Temporary Climate Control
and Power Equipment

Date:

Drawing Number:

Item

Fenwall Control Box

Spark Igniter / Flame Sensing Probe

Power On / Off Switch

Gas Line Solenoid

Ground Block

Power Cord Input

Insulated Terminal Bloick

Sail Switch

Thermostat

Fan Motor

High Limit Switch

3 Amp Fuse Assembly

Motor Neutral

Motor Hot

H
o

t 
Fr

o
m

 T
h

er
m

o
s

ta
t

H
o

t 
To

 S
a

il 
S

w
it

ch

Power Cord Neutral

Power Cord Hot

M
o

to
r 

G
ro

u
n

d

Neutral

12
0

 V
o

ltHot

Ground

Fenwall To High Limit / Solenoid Valves

Fenwall Hot

Fenwall Neutral

Solenoid Hot

Solenoid Hot

Hot From Power Switch

Solenoid Neutral

Power Cord Hot

Fenwall Ground
Igniter Ground


	Page 1

